A statically determinate flat truss models the industrial facility's arch. To derive dependence of structural deflection on the number of panels in a span, the Maxwell-Mohr equation, computer mathematics system Maple and the induction method are applied. Forces in the rods are determined by the method of cutting nodes. Several cases of loading are considered: uniformly distributed along the top and bottom chords, uniformly distributed along the lateral surface, and by concentrated force. For analytical assessment of the structural strength, equations for forces in the most compressed and tensioned rods and equation for support displacement are derived. Asymptotics of the solution for the number of panels at the fixed span length, and total load is found.
Introduction
The calculation of framed structures with a large number of elements is usually made in specialized packages based on finite elements method. Without prejudice to the role of numerical calculations (Samofalov, Ziukas, 2015) we shall note that recently, with development of computer mathematics methods (Maple, Mathematica, Maxima, etc.) , a real possibility to perform analytical calculations with compact resulting equations for forces in critical (the most compressed or tensioned) rods, deflection and support displacement (Kirsanov, 2012) has appeared. Solutions for regular periodic structures, for which a natural parameter being equal, for example, to the number of periodicity cells can be introduced into the solution as well, are the most effective. The induction method is also efficient in case if the system has two independent periodicity parameters. An example of a solution for such problem is presented below. Without considerable changes, the algorithm can be also implemented in other computer mathematics systems.
Subject, tasks and method
A truss in Figure 1 represents a model of the industrial facility's roof arch. Parameter n defines the number of panels in a truss half-span, parameter m defines the number of panels along the vertical of supporting elements. A symmetric structure consists of two trusses-posts and a collar-beam truss. Horizontal and vertical dimensions of panels forming these parts are accepted as identical. On the one hand, this is determined by unification of elements facilitating installation, transportation and production. On the other hand, the calculation is simplified considerably. In any case, the obtained equation will be intended for estimate but rather accurate characterization of a structure. The accuracy of the analytic equations obtained by the induction method (Ilin, Kirsanov, 2016; Kirsanov, 2016b; Ponamareva, 2016) particularly manifests itself for structures with a large number of elements where numerical methods (with the solution of a linear equation system as their integral part) have a tendency to accumulate roundoff errors.
The calculation is performed for several types of loading. The truss contains k = 8 (n + m + 1) rods including three support ones. Forces in the rods are calculated according to the program (Kirsanov, 2012) . The input of the data in the program begins with assignment of hinge coordinates (Figure 2 ). Let us give a program fragment in Maple language as an example. The coordinates of nodes in regular (periodic) systems are assigned in cycles. This simplifies the data input:
> for i to m do > x[i]:=b; y[i]:=h*i; > x[i+m+2*n-1]:=a+a*2*n; > y[i+m+2*n-1]:=m*h+h-i*h; > od: > for i to m+1 do > x[i+2*m+2*n-1]:=0;y[i+2*m+2*n-1]:=i*h-h; > x [ i + 3 * m + 4 * n + 3 ] : = 2 * b + a * 2 * n ; y[i+3*m+4*n+3]:=m*h+h-i*h; 
The induction algorithm for two parameters consists of two parts. At first, at fixed m = 1, a sequence of solutions and corresponding coefficients at powers (cubes) of sizes for trusses with the number of panels n = 1, 2, 3... is obtained. At this stage, general terms of these sequences are derived. The rgf _ findrecur operator of genfunc package of Maple system is applied. The following recurrence quintic equation is obtained for A coefficient: The rsolve operator provides a solution of this equation. The equations for coefficients C and D have a similar form. It is necessary to execute generalization by m in the second part of the algorithm. For this purpose, m = 2 is accepted and the first part of the algorithm with induction by n is repeated.
This shall proceed until the regularity of coefficients reveals itself. It becomes apparent at once that coefficients A and C do not depend on the height of lateral supporting trusses determined by m parameter. As a result, double induction relates only to D coefficient in which, in case of change in m, only two summands change. Here, for determination of their type, the powerful tool of induction operators from genfunc package is not required. Figure 3 shows the change in deflection depending on the truss dimensions and the number of panels n.
are constructed at the fixed span length L=2a(n+1)=40 and H=(m+1)h=10, and constant total load P s =2P(n+1) .
With increase in the number of panels (with regard to this statement), deflection slowly decreases. The dependence on m is almost linear.
The run of the curves points to the existence of asymptotes. Indeed, the limit:
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With increase in the number of panels along the height (with constant total height), deflection increases as well. Obviously, it is caused, first of all, by inclination of supporting elements. Similarly, the limit by m at constant n has the following value: There is no rectilinear asymptote and the dependence tends to a quadratic one by m.
Forces in critical (the most compressed S 3m+3n and the most tensioned S m+n-1 rods in the middle of the top and bottom chords, respectively, Figure 2 ) are also determined by induction. As expected, these forces do not depend on the number of panels along the structure height: 
Loading along the bottom chord
The linear property of the problem with regard to loads allows combining solutions obtained for various types of loading. Let us consider loading (by uniform load) of the bottom chord of the truss collar-beam (Figure 4) . Using the set of equations which has been already derived, and having changed only its right member:
> for i from m+1 to m+2*n-1 do np:=i; Bp[2*np]:=1: od:, we will derive an equation for truss deflection. The result scarcely differs from (1) for loading along the top chord and is as follows: 
Limit properties by n at P s =P(2n-1) and previous conditions for span length L and height H coincide with (2) completely. The limit by the number of panels m in a vertical direction is as follows: 
Loading in the midspan
Reaction to the concentrated force in the midspan is the simplest test for structure deformability. The solution of this problem considerably expands the field of application of derived solutions (1) and (3) due to their linear combination. At the same time, the solution of the problem of the concentrated force represents loading of the structure with payload (crane equipment, machines, etc.). The Maxwell-Mohr equation is simplified in this case: 
Lateral load
Influence of the lateral load (for example, wind) on deformations is insignificant for structures of low height (where m is small). However, if the structure height is comparable or larger than the horizontal dimension, the total horizontal load can make a noticeable contribution to the values of the structure deformations. Based on the developed mathematical model, we can easily derive an equation for horizontal displacement of the top point of the collar-beam (point with number 3m+2n+1, Figure 2 ) in case of uniform load over the whole lateral surface of the truss ( Figure 5 ). As before, the load is applied to the truss nodes. The vector of the right member has the following program code:
> for i from 2*m+2*n to 3*m+2*n+1 do np:=i; Bp[2*np-1]:=1: od: Let us carry out induction in a reverse order, i.e. at first by m, and then by n. We can note that the general form of the equation for deflection will be the following: Similarly, we obtain coefficients at n = 2, 3...8: Eight steps turned out to be sufficient to reveal the regularity in development of these equations. Analyzing the coefficients at powers m with induction by n by means of the operators of genfunc package, which were already mentioned above, we obtain the final equation after simplification (auxiliary index corresponding to n is omitted):
Similarly, we obtain other equations for coefficients in (4) by double induction:
Let us find the limit properties of dimensionless deflection (by the number of panels) Δ'= ΔEF/(P s L), where P s =(m+1)P. We have the following values of limits: 
Horizontal displacement of support
Motion freedom of the truss support is another important characteristic of truss deformability. It is obvious that this value is small for a simple girder truss with parallel chords. Support displacement can be considerable for arch trusses and trusses of the considered type due to the height of lateral supporting trusses (trusses-posts). To control the behavior of the structure during its operation, it is preferable to know this value and its dependence on the truss dimensions and load.
Let us consider a case of loading of the top chord (Figure 1) . Let us apply the Maxwell-Mohr equation to deter- mine the displacement value for a movable support, where S i are forces in the rods due to action of the unit horizontal load applied to the left support. The equation will be as follows: Here, double induction turned out to be more complex. All three coefficients depend on m parameter. At the same time, the coefficient has quadratic dependence on m, and coefficients A and C have linear dependence.
Conclusion
Equations for truss deflection and support displacement at various loads have been derived by induction method using Maple system. These solutions and their combinations can be used for assessment of accuracy and reliability of the numerical results obtained in specialized packages of structural mechanics (Samofalov, Ziukas, 2015) . Compact analytical solutions by induction method on the basis of the program (Kirsanov, 2012) were obtained in (Ilin, Kirsanov, 2016; Kirsanov, 2016a; Kirsanov, 2016b; Ponamareva, 2016; Dong, Kirsanov, 2016; Voropai, Kazmiruk, 2016; Voropai, 2016; Shipaeva, 2016; Bolotina, 2016) . The comparative review of some analytical solutions is given in (Tinkov, 2015) .
